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| SLS RID Review Team

7. Problem

2.1.1.6.1 states:

The CCS RTPS shall interface to Remote Terminal Units (RTU)s as described in:

8. Recommendation

2.1.1.6.1 should state:

The CCS RTPS shall interface (currently RS-232) to eight (8) Remote Terminal Units (RTU)s as described in:
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Info only.
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Response Attachment 200-299

The problem statement and recommendation relate to requirements that are only needed by the Complex Control Set
(CCS). CCSisnot considered a separate RTPS set, at thistime, and is not included as part of the SLS. When the
decision is made to either replace CCS with an RTPS set and/or specialized COTS equipment, then these requirements
will beincluded inthe SLS. The RID istherefore rejected. Thank you for reviewing the SL S and submitting your RID.
Even though we rejected this RID, your input is valuable and we appreciate it.



